
6/17

Tel: +1 509.525.7660  /  Fax: +1 509.525.7907  /  nelsonirrigation.com   /  info@nelsonirrigation.com

CONTROL VALVE — PLUMBING DIAGRAM 1E29

Valve Function with the Manual Selector in AUTO
Solenoid ENERGIZED: the valve is OPEN

Solenoid DE-ENERGIZED: the valve is CLOSED

MANUAL SELECTOR WITH SOLENOID — Internal Filter
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Valve Function with the Manual Selector in AUTO
Solenoid ENERGIZED: the valve will accurately maintain a 
constant DOWNSTREAM pressure

Solenoid DE-ENERGIZED: the valve is CLOSED

PRESSURE REDUCING WITH SOLENOID — Internal Filter
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